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SUMMARY 
The variable-speed, constant frequency generating system developed for the 
Mod-O wind turbine is presented. The development of this system occurred in 
several stages. This report describes the system as it existed at the conclu-
s10n of the project. The cycloconverter control circuit is described in 
detail. The major addition to the control circuit, field-oriented control, is 
also described. Laboratory test and actual wind turbine test results are 
included. 
INTRODUCTION 
The Wind Energy Project Office has undertaken the development of a 
variable-speed, constant frequency (VSCF) generating system for use in the 
Mod-O wind turbine at the Plum Brook Station. This project has been accom-
plished in several phases. The original system was designed by Ferber R. 
Schleif, a consulting engineer. The first phase was to test the system in its 
original form in the laboratory. The results of these test are presented in 
reference 1. The second phase of development consisted of modifying the orig-
inal control circuit and repeating the laboratory tests in order to determine 
if the modifications had improved the performance. The third phase consisted 
of operating the VSCF system on a wind turbine. This paper will cover phase 
two in some detail and to a lesser degree the results of phase three. 
The purpose of investigating a VSCF system was to demonstrate that it can 
improve the operations of a wind turbine. Improves in this case, means that 
the overall wind turbine functions more smoothly, efficiently, and reliably 
than with an active pitch control, a slip coupling, and a synchronous 
generator. 
DESCRIPTION OF THE SYSTEM 
The generator is a three-phase, wound-rotor induction machine. Its shaft 
rating is 250 hp, the stator voltage is 480 V, the rotor voltage is 480 V at 
50 percent slip, the synchronous speed is 1800 rpm, the speed range is 900 to 
2700 rpm, and the ratio of rotor conductors per slot to stator conductors per 
slot is 2. The cycloconverter is a 12-pulse, noncirculating current type. 
In the laboratory the generator is driven by a 400 hp, variable-speed dc 
motor that is armature controlled. All testing is done with this motor operat-
ing in a speed-regulating mode. Also, all testing is done with the stator of 
the generator connected to the utility network (an infinite bus) and with the 
rotor fed through the cycloconverter. Figure 1 shows the configuration of the 
system as it was tested. 
The VSCF system was also tested on a wind turbine and typical strip chart 
recordings of its operation are included in this report. For these tests the 
wind turbine is operated in a fixed-pitch, fixed-yaw mode. The generator 
installed on the wind turbine is identical to the one used for the lab tests. 
However, the same cycloconverter is used for both the lab tests and the wind 
turbine tests. 
The cycloconverter is the most important component in this system. More 
important, it is the control section of the cycloconverter that determines how 
well the variable speed system operates. Therefore, a functional description 
of the control circuit will be covered before any test results are presented. 
DESCRIPTION OF THE CYCLOCONVERTER 
The cycloconverter power section is a 3-phase, l2-pulse, noncirculating 
current type. Each phase consists of standard three-phase thyristor bridges, 
so that one pair of bridges supply the positive half cycle of load current; a 
second pair supplies the negative half cycle. Figure 2 is a one-line diagram 
of the power section. 
The current shunts are important elements in this system because they 
provide two essential signals. One signal is current feedback which is needed 
to regulate rotor current. The other signal is a bridge enable, which is a 
logic signal that prevents one pair of bridges from being switched on while the 
other pair is conducting. That is, current in the positive shunt must be equal 
to zero before the thyristors in the negative bridge can be fired, and vice-
versa. The power section will not be described in any more detail since its 
design does not include any novel features. The control circuit, however, will 
be covered in more detail because it does incorporate some unusual features. 
The objective of the cycloconverter control circuit in this variable speed 
constant frequency systems is to regulate the stator real power and reactive 
power for varying shaft speed over a range of speeds. Moreover, the circuit 
must control these powers with the generator stator connected to an infinite 
bus (that is, a power system whose voltage and frequency does not vary). 
The operation of the control circuit can be broken down into four distinct 
areas as shown in figure 3. The first block in figure 3 is a slip frequency 
generator. The purpose of this circuitry is to sense the speed of the gener-
ator and output a constant amplitude sinewave whose frequency is equal to slip 
frequency. That is, the difference between line frequency (60 Hz) and the 
mechanical frequency. The circuitry actually generates sine and cosine waves 
which are used to produce a three-phase system of control signals. 
The field oriented control block takes the slip frequency signals and 
converts them to signals whose amplitude and phase are functions of the stator 
real and reactive powers. When the rotor current is precisely the correct slip 
frequency, then the rotor magnetic field is in synchronization with the stator 
magnetic field and the real and reactive powers are determined by the relative 
phase and amplitude of the two magnetic fields. Assuming the stator field is 
the reference, then the relative phase angle between the stator and the rotor 
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1s d1rectly related to the var1at10n 1n phase of the rotor current. Therefore 
the purpose of this f1eld oriented control circuitry is to vary the amplitude 
and phase of the rotor current, so that the rotor and stator magnetic fields 
maintain the desired relative or1entation. 
The purpose of the modulating signal error amplifier block in figure 3 1s 
to regulate rotor current. The rotor of the generator must be supplied with 
relatively constant current at all slip frequencies and to achieve this, a 
current feedback loop is used. 
The fourth block in figure 3 uses the error signal from the error ampli-
fier to modulate the firing angle of the SeR's. As stated previously, the 
objective of the cycloconverter control circuit is to regulate the stator's 
real and reactive powers. In order to achieve this, the rotor current must be 
regulated in amplitude, frequency, and phase. The precision with which these 
three variables are regulated will determine the magnitude of the variations 
seen in the real and reactive stator powers. 
We will now give a more detailed explanation of the circuitry within each 
block. As before, let's start with the slip frequency generator shown in more 
detail in figure 4. The quadrature sinewave oscillator generates two signals 
at a frequency (fo) of 2000 Hz. A voltage controlled oscillator (VeO) oper-
ates at a frequency of 2000 Hz plus or minus the slip frequency (fo±Sfs), 
where S = slip and fs = stator frequency (60 Hz). When the quadrature 
oscillator signal is sampled at the veo frequency the output of the sample and 
hold module is two quadrature signals whose frequency is the slip frequency. 
The slip frequency is controlled by the voltage at the input of the yeo. 
Figure 4 shows that this input is the sum of three voltages. The phase error 
signal is a voltage proportional to the phase difference between the network 
voltage and the open-circuit voltage of the stator. The purpose of this input 
is to insure that the generator is synchronized at zero phase error. In other 
words, the open-circuit voltage of the stator is compared to the network volt-
age, the phase difference signal is fed to the veo that 1n turn keeps the two 
voltages in phase. However, this signal becomes zero at the moment of synchro-
nization and does not 1nfluence the dynamics of the system. The other two 
signals, speed and power error have a major 1nfluence of the operation of the 
system. Remember that for proper operation the rotor flux must stay in syn-
chronization with the stator flux. It is the voltage input to the veo that· 
determines how precisely synchronism is maintained. The speed signal deter-
mines the frequency of the veo which in turn sets the slip frequency. This 
slip frequency generator drifts over time and the method that was used to com-
pensate for this was to introduce the highly damped power error signal. This 
is the reason for the third input to the yeo. 
The next block in the cycloconverter in the field-oriented control circuit 
as shown in figure 5. The purpose of this is to take the slip frequency wave-
form and convert it to a signal at the same frequency but whose phase angle can 
be modulatea. The end result of this is that the rotor flux, in addition to 
be1ng in synchron1sm with the stator flux, can also be made to lead or lag the 
stator flux. We now have two independent means of controlling the rotor flux. 
One is speed, which sets the slip frequency. The other, provided by the f1eld 
oriented control the lead1ng or lagg1ng (the phase) of the flux. 
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In the lower right-hand corner of f1gure 5 there 1s a phasor diagram which 
expla1ns the purpose of th1s circuitry. In that diagram the sin wst and 
cos wst are the input and are the reference phasors. We want to generate a 
new set of quadrature phasors (~l and ~2) whose phase and magnitude relation 
to the reference phasors can be independently controlled. Below the phasor 
diagram in figure 5 are the equations for ~l and ~2. From the equations it 
can be seen that the magnitude and phase of ~l and ~2 ~s determined by the 
quantities, A and B. The quantities A and B are determined by the power and 
var error s1gnals. The derivation of the equations that define A and B is not 
part of the paper. They are derived from a mathematical model developed 1n 
references 2 and 3. Finally, the quadrature system of control signals is con-
verted to a three-phase system of signals that will be used to modulate the 
firing angle of the SCR's in the power section of the cycloconverter. 
The circuit development up to this point can be summarized as follows: 
The slip frequency circuit and the f1eld-or1ented c1rcu1t generates a three-
phase system of control voltages whose frequency is equal to the slip and whose 
phase and magnitude are a function of the stator power and stator vars. 
The three control signals that emerge from the two-phase to three-phase 
conversion will be used to modulate the firing angles of the SCR's in their 
respective phase of the rotor. However the firing angles are modulated with 
an error signal. Because the rotor must be excited with relatively constant 
current at all rotor frquenc1es, the loop is closed on rotor current at this 
point. The rotor current. feedback signal is summed w1th the modulating voltage 
signal to produce a modulating error signal as shown in figure 6. There is an 
error signal generated for each pos1t1ve and each negative bridge. The output 
waveform for each bridge is shown in f1gure 6. The shaded part of the wave is 
the portion that is producing rotor current. The circuit has two additional 
features that are shown in figure 6. The residual angle adjustment sets a bias 
on the firing angle wh1ch, in turn, has the effect of setting the m1n1mum value 
of rotor current. This. in turn. effects the smoothness of the zero trans1-
t10ns of the rotor current. 
The other feature that the error amplifier circuit has is the diode clamp. 
The purpose of this is to limit the maximum firing angle. The clamp is bipolar 
in order to limit the firing angle in both the positive and negative current 
directions. 
The final block in the cycloconverter control circuit is the gate pulse 
generation. The circuitry and waveforms are shown in figures 7(a) and (b). 
If this circuitry is viewed as a black box. there are two inputs and one out-
put. The output is a pulse train that is fed to the gates of the 5CR's. The 
pulse train is referenced to the waveform feed1ng the cycloconverter; however. 
the phase relation between the pulse train and the input waveform can be var-
ied. Figure 7(a) shows that the input reference waveform is the 60 Hz line-to-
line voltage at the cycloconverter's 1nput. Figure 7(b) shows the firing angle 
modulation input which is the output from the previous circuitry. This modu-
lation voltage varies the phase of the pulse train. The output current from 
the cycloconverter is 1n turn proportional to th1s modulation voltage. 
For a more detailed explanation of this current refer to figure 7(a). 
This circuit generates two references. a delta and a wye sawtooth wave which 
are needed in a 12-pulse cycloconverter. The sawtooth waves. 51 and S2. are 
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used as a reference for all the gate pulses 1n the delta system. Waveforms S3 
and S4 are used as references 1n the wye system. 
The 1nput 1s the 11ne to 11ne voltage wh1ch 1s transformed 
level. The s1newave 1s delayed and converted to a squarewave. 
edge of the square prov1des the tr1gger to the ramp generator. 
waveform, S2 1s 180° out of phase w1th Sl. Sawteeth S3 and S4 
by 30°. 
down to s1gnal 
The fal11ng 
The sawtooth 
lag Sl and S2 
In f1gure 7(b) the sawteeth are compared to a reference voltage level, the 
output of the comparator is a squarewave whose lead1ng edge prov1des the trig-
ger to the pulse shap1ng c1rcu1t. The output of the pulse shaper is a 50 ~sec 
pulse that is ampl1f1ed and fed to the SCR gate. ' 
The reference voltage on the comparators are set so that a set of 6 pulses 
are generated, each one being 60° from the previous pulse. These pulses are 
moved leading or lagging their zero position by the modulation input. As the 
modulating voltage becomes negative the pulse lead their zero position, as the 
voltage becomes positive the pulse lag the zero position. The current output 
of the cycloconverter is proportional to the change in phase angle (firing 
angle). 
A set of six pulses is fed to each bridge and each output phase of the 
cycloconverter has a positive and a negative bridge. In order to produce an 
ac wave from th1s configuration, the positive current wave is produced by the 
pos1t1ve br1dge wh11e the negat1ve current cycle 1s produced by the negat1ve 
bridge. The logic signal that selects which br1dge is in operation is the 
bridge enable s1gnal. This signal is generated by sensing the current flowing 
in each bridge. When the current in one bridge is zero, then the other br1dge 
is enabled. 
In summary, the output current from the cycloconverter 1s an amplification 
of the signal that appears at the firing angle modulation input that is shown 
in figure 7(b). The frequency of this signal is determined by the slip fre-
quency generator, while its amplitude and phase are determined by the f1eld-
oriented control. 
LABORATORY TESTING 
Th1s system was tested in the laboratory so that the present control 
scheme could be compared with the prev10us scheme. The testing results of the 
previous scheme. The test1ng results of the previous control scheme are doc-
umented in reference 1. 
The tests that were repeated are; (1) the response to a step change in the 
power command; (2) the response to a step change in the reactive power command; 
(3) the maximum power; and (4) the stator current spectrum. 
Figure 8 shows the response to a step change in the power command, at 
three rotor speeds. When this data is compared with the same data in refer-
ence 1, the dynamic (that is, the ringing and damp1ng) appearance of the 
response has not changed. However, the power level at which the test can be 
performed has increased. That 1s, the maximum power step that could be used 
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1n the prev10us control conf1gurat10n 1s a step from 50 to 100 kW. W1th the 
new conf1gurat10n, the system w111 tolerate a power step from 100 to 150 kW. 
F1gure 9 shows the response to a step change 1n the react1ve power com-
mand, at three rotor speeds. The nature of th1s response is s1m11ar to the 
response shown 1n reference 1, f1gure 9. The step change 1n the stator KVARS 
1s more abrupt 1n the present system only because the react1ve power feedback 
path has a w1der bandw1dth than was used 1n the prev1~us conf1gurat10n. 
It was noted 1n reference 1 that the maximum power level that could be 
ach1eved w1th the prev10us controls was 130 kW. If this level was exceeded, 
the system would become unstable. Using the present control scheme, the system 
can operate successfully at a power level of 175 kW. However, 1f th1s level 
1s exceeded th1s system w111 also become unstable. 
The stator current spectra that resulted from the two control schemes 1s 
also very similar. Both spectra conta1n harmonics of the same integer mult1-
ples of 60 Hz and of the same amplitudes. The major difference between the two 
1s that the spectrum from the present configuration has a higher level of back-
ground noise. The reason for this is attributed to the fact that the band-
widths of real and .reactive power feedback paths have been 1ncreased. The 
previous bandwidth was 1 Hz while the present bandwidth is 100 Hz. 
There are some problems that still exist with this system. Sudden changes 
in rpm and power produce a response that 1s character1zed as underdamped. The 
reason for th1s 1s, pr1marily, the delay in the speed feedback signal to the 
s11p frequency generator. Specifically, 1t is the frequency-to-voltage (F/V) 
converter 1n this path that is producing the problem. A second major problem 
is that the operating speed range 1s 11mited because the cycloconverter cannot 
generate slip frequencies greater than 10 Hz. The SCR's do not commutate 
properly at higher frequencies. The cause of the problem 1s not known. 
WIND TURBINE TESTING 
In order for the VSCF to operate successfully on the Plum Brook wind tur-
bine only one cQntrol modification was necessary. The operation of the gener-
ator was 11mited to a speed range from 1500 to 2100 rpm, which in turn was 
dictated by the cycloconverter. In order to keep the machine in that speed 
range requires the generator 10ad1ng to increase as the w1nd veloc1ty 
1ncreases. The ava11able power increases as the cube of the wind velocity. 
If the generator load is not increased to compensate for the 1ncrease in input 
power, then the RPM of the system w111 increase. In practice, the 1ncrease 1n 
rpm occurs so rapidly that the operating speed range cannot be mainta1ned. In 
order to keep the system operating with1n the speed range, the power command 
1s programmed. Specifically, a c1rcuit monitors the rpm and outputs a power 
command that is a 11near function of speed. 
One of the reasons for considering a VSCF system on a w1nd turbine is that 
1t could replace an act1ve pitch control system. To demonstrate this, the 
Plum Brook wind turbine was operated in this manner. The pitch was fixed as 
long as the speed of the wind turb1ne was within the operating range, 1500 to 
2100 rpm. 
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Figure 11 shows the system responding to a wind gust. The two sections 
of strip recording (covering the same period of time) show that the wind speed 
increased from approximately 6 to 12 mph, which in turn produced a speed 
increase from 1600 to 1700 rpm, and a power increase from 50 to 90 kW. This 
system responded in a well behaved manner. 
Figure 12 is included to show how the system operates near and at syn-
chronous speed. The recording show that transitions .through synchronous speed 
are well behaved. One of the concerns expressed by others, is that the cyc1o-
converter would have to be designed for a dc current of the peak excitation if 
the machine operated at synchronous speed for extended periods. Due to the 
variable nature of the wind, the time spent at anyone speed is very short. 
Therefore, the cycloconverter (in this application) would not have to meet this 
design requirement. 
CONCLUSION 
This particular VSCF design was built, modified, and tested. The testing 
showed that the cycloconverter has some deficiencies. Neglecting the short-
comings of this particular system, a VSCF generator has the potential to 
improve the overall operation and reliability of a wind turbine. 
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